Facility Summary in Daniels County in the City of Flaxville

Location: PRO CO-OP 3
MT Hwy 5 & Main St
Flaxville, MT 59222 Daniels

Facility Code: 19535
Last Inspected On: 06/17/2021

System Facility ID:10-01331 Operating Permit Renewal Date: 09/28/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pro Coop Scobey 4064872741
Operator Contact: Tanner Trower 4064872741
Owner/Operator: Pro Coop Scobey
Jason Nasby, UST Class B Operator
Kent Cromwell, UST Class B Operator
Richard Carrier, UST Class B Operator
Tanner Trower, UST Class A Operator
Tanner Trower, UST Class B Global Operator
Tanner Trower, UST Class B Operator
TankCode 04 ...~ Tank Installed oo ek pare I Cathodically | I Fiberglass |~ -
Tank Age 31 Date 07/31/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1225 Spill Test Date 11/19/2021 Date 02/01/2013 S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Coccre. DN | TestDate QL2021 LeakDetection  Gauging02  Defection .
. Line Tightness Secondary Tank Secondary Pipe
S 2000 A T (DR Test Date Leak Detection Detection SIS /- 80 No
. Gilbarco-Veeder
Overfill Test Date  11/19/2021 ATG Type Root/Other
Tank Code 05 Tank Installed . Cathodically . . .
Tank Age 31 Date 07/31/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1226 Spill Test Date 11/19/2021 Date 02/01/2013 S oSG Double Walled AST No
Currently in Sump Tightness Catastrophic L.D . - .
Tank Status Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Coccre. DN | TestDate QL2021 LeakDetection  Gauging02  Defection | .
. Line Tightness Secondary Tank Secondary Pipe
el 2000 AT Test Dkl Test Date Leak Detection Detection By A No
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Line Tightness Secondary Tank Secondary Pipe MLLD Line

. 12000 ] ATGTestDate  1U192021  Testpate WI92021  leak petection Detection Tightness Testing SNSMOYACt No
Vaporless
5 Manufacturing/Va
Overfill Test Date ATG Type porless 99LD-
2000

Facility Summary in Daniels County in the City of Scobey

Location: CROMWELLS CONVENIENCE AND PETROLEUM
101 Railroad Ave W
Scobey, MT 59263 Daniels

Facility Code: 19533
Last Inspected On: 09/21/2021

System Facility ID:10-01223 Operating Permit Renewal Date: 03/09/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Cromwells Convenience and Petroleum

Operator Contact: Shane Cromwell 4064872441
Owner/Operator: Cromwells Convenience and Petroleum
Shane Cromwell, UST Class A Operator
Shane Cromwell, UST Class B Global Operator
LSSt S4 Tank Age 26 EZ?: i fe 05/01/1996 Tank Material ?l;rc])\k/eground Piping Material Flexible Plastic Overfill Types
”””””””””””””” o ... Pipinglnstalled ~ Tank  Piping oo e
Tag Number 2176 Spill Test Date Date ConeiEien SonSTEiem Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Use MLLD Test Date 09/21/2021 Test Date 09/21/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
L . . . Continuous
Product Gasoline PLLD Test Date VL= pllug) € PUIELY Tan.k Prlmary Rl Interstitial Vapor Recovery No
Test Date Leak Detection Detection Monitori
onitoring
. Line Tightness Secondary Tank Secondary Pipe
Capacity 5800 ATG Test Date Test Date 09/21/2021 Leek Dacsiion Detection Energy Act No
. Veeder Root/Red
Overfill Test Date ATG Type Jacket EXIV
LEI S S5 Tank Age 26 fankinstalled - 55/01/1906 Tank Material ~ ~DOVe9"UNdpiping Material  Flexible Plastic  Overfill Types
”””””””””””””” o o Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 2177 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 09/21/2021 Test Date 09/21/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Gasoline PLLD Test Date Test Date Leak Detection Detection :\;]I)er:istgtrliﬁlg Vapor Recovery No
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Line Tightness

Secondary Tank

Secondary Pipe

Capacity 12000 ATG Test Date Test Date 09/21/2021 Leak Detection Detection Energy Act No
. Veeder Root/Red
Overfill Test Date ATG Type Jacket EXIV
Tank Code S6 Tank Age 26 E";‘: st fze 05/01/1996 Tank Material ¢gg\k/eground Piping Material Flexible Plastic Overfill Types
””””””””””””””” o ... Pipinglnstalled ~ Tank  Piping oo e o
Tag Number 2178 Spill Test Date Date - S o Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . .
Tank Status Use MLLD Test Date 09/21/2021 Test Date 09/21/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
. . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe P
Product Diesel, Dyed PLLD Test Date Test Date Leak Detection Detection Inter_stltl_al Vapor Recovery No
Monitoring
: Line Tightness Secondary Tank Secondary Pipe
Capacity 12000 ATG Test Date Test Date 09/21/2021 Leak Detection Detection Energy Act No
. Veeder Root/Red
Overfill Test Date ATG Type Jacket EXID
LEULSERbE S7 Tank Age 26 EZ?J; iz e 05/01/1996 Tank Material ¢gg\k/eground Piping Material Flexible Plastic Overfill Types
””””””””””””””” o oo Pipinginstalled ~ Tank  Piping o e o
Tag Number 2179 Spill Test Date Date Construction Construction Double Walled AST Yes
Currently in Sump Tightness Catastrophic L.D  Mechanical Line - .
Tank Status Use MLLD Test Date 09/21/2021 Test Date 09/21/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
L . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Detection :\;ner;nqal Vapor Recovery No
onitoring
Capacity 10000 ATG Test Date Line Tightness 4,51 /5091 SEEEEE Tels SEeltEy P Energy Act No

Overfill Test Date

Location: NEMONT COMMUNICATIONS INC
61 Hwy 13 S
Scobey, MT 59263 Daniels

Test Date

Leak Detection

ATG Type

Veeder Root/Red
Jacket FXID

Detection

Facility Summary in Daniels County in the City of Scobey

System Facility 1D:10-13610

Facility Code: 19682

Last Inspected On: 09/07/2018

Operating Permit Renewal Date: 02/23/2022

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Nemont Communications Inc

4067835654

Operator Contact:

Owner/Operator: Nemont Communications Inc
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LEULSERbE 01 Tank Age 27 EZ?J; iz e 04/01/1995 Tank Material Ei;?]rfglrizz Plastic Piping Material Egier}\;(g)lr?:?;j Plastic Overfill Types

Tag Number 3293 Spill Test Date Eiaptieng iz e -(I—:?)T;truction Ei(?rilg?ruction None AST No

Tank Status Sg(rarently in MLLD Test Date _Srg;rtl%';tightness %\:)eésggphic 2 Not Required Piping Type Gravity Feed CP Met Types

Pome  olwse euoTow  IZEEOT NIRUNG, owe  GIROP oo veomeom W
Capacity 100 ATG Test Date #Lnsetz Ei;;tt;tness f:glc(’ %de?;%t-:—gqu ggfg;?oar:y RIEE Energy Act No

Overfill Test Date ATG Type
Facility Summary in Daniels County in the City of Scobey

Location: PRO CO-OP 1
3 Daniels St
Scobey, MT 59263 Daniels

Facility Code: 19572
Last Inspected On: 06/17/2021

System Facility 1D:10-04159 Operating Permit Renewal Date: 06/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pro Coop Scobey 4064872741
Operator Contact: Jason Nasby;Tanner Trower 4064872741
Owner/Operator: Pro Coop Scobey
Jason Nasby, UST Class A Operator
Jason Nasby, UST Class B Operator
Kent Cromwell, UST Class B Operator
Tanner Trower, UST Class A Operator
Tanner Trower, UST Class B Global Operator
Tanner Trower, UST Class B Operator
TankCode  s11 ... Tank Installed oo [ N Fiberglass |~ 00
Tank Age 14 Date 10/10/2008 Tank Material Unknown Piping Material Reinforced Plastic Overfill Types
Tag Number 5134 Spill Test Date Piping Installed 1 /5007 L Double-Walled ~ RIPING Double Walled  AST Yes
Date Construction Construction
Continuous
Currently in Sump Tightness Catastrophic L.D Interstitial fef :
Tank Status MLLD Test Date 10/04/2021 10/04/2021 ’ Monitoring;Mecha [Piping Type Pressurized CP Met Types
Use Test Date Type 3.0 . ;
nical Line Leak
Detector
. . . n Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Diesel PLLD Test Date Test Date Leak Detection Detection :\r/}genrigtrzﬁg Vapor Recovery No
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Line Tightness

Secondary Tank

Secondary Pipe

D | ATGTestbate 10092021 Testpate 1IOWEOZL  LeakDetection Detection” .
Vaporless
5 Manufacturing/Va
Overfill Test Date  10/04/2021 ATG Type porless 99LD-
2000
Tank Code S10 Tank Installed g - : Fiberglass g
Tank Age 14 Date 10/10/2008 Tank Material Unknown Piping Material Reinforced Plastic Overfill Types
. Piping Installed Tank K Piping
B | D | Date COMSIZO0T  comstruction  POMPEWAIY  construction  Pevtiealed - AST o
Continuous
Currently in Sump Tightness Catastrophic L.D Interstitial
Tank Status y MLLD Test Date  10/04/2021 P19 10/04/2021 PAIC LD \onitoring;Mecha  Piping Type Pressurized CP Met Types
Use Test Date Type 3.0 : p
nical Line Leak
Detector
. . . n Continuous
Gasohol/Etha Tank/Piping CP Primary Tank Primary Pipe -
Product nol PLLD Test Date Test Date Leak Detection Detection Inter_stlt[al Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe
- e ATGTestDaie  100SE02L  Testpate 10202 LeakDetection Detecon e
Vaporless
Overfill Test Date  10/04/2021 ATG Type Manufacturing/Va

porless 99LD-
2000

Facility Summary in Daniels County in the City of Scobey

Location: PRO CO-OP 2
108 1st St
Scobey, MT 59263 Daniels

Facility Code: 19562
Last Inspected On: 06/17/2021

System Facility 1D:10-03710 Operating Permit Renewal Date: 06/20/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Pro Coop Scobey 4064872741

Operator Contact: Jason Nasby;Tanner Trower 4064872741

Owner/Operator: Pro Coop Scobey

Jason Nasby, UST Class A Operator

Jason Nasby, UST Class B Operator

Kent Cromwell, UST Class B Operator
Tanner Trower, UST Class A Operator
Tanner Trower, UST Class B Global Operator
Tanner Trower, UST Class B Operator

Tank Code 04 Tank Age 28 Tank Installed 10/01/1994 Cathodically Fiberglass

Tank Material Piping Material Ball Float Valve
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Overfill Types
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Protected Steel Reinforced Plastic

Continuous
Interstitial No
Monitoring

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically Fiberglass
Protected Steel Reinforced Plastic

10/01/1994

Ball Float Valve

Mechanical Line
Leak Detector

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Continuous
Interstitial No
Monitoring

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically Fiberglass

10/01/1994 Protected Steel Reinforced Plastic

Ball Float Valve

Mechanical Line
Leak Detector

Automatic Tank MLLD Line
Gauging 0.2 Tightness Testing

Continuous
Interstitial No
Monitoring

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically Fiberglass

10/01/1994 Protected Steel Reinforced Plastic

Ball Float Valve

Double Walled No
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Manufacturing/Va
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Mechanical Line
Leak Detector

Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000

Cathodically
Protected Steel

Mechanical Line
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Automatic Tank
Gauging 0.2

Gilbarco/EMC
Basic;Vaporless
Manufacturing/Va
porless LD-2000
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